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seq chap \r5 \hSECTION 5

PERIODIC MAINTENANCE 

5.1  INTRODUCTION.- This section establishes essential maintenance activities required for the remote monitoring and control (RMC) on a periodic, recurring basis, and provides schedules for their completion.  The maintenance tasks are performance checks or measurements, which are necessary to ensure proper operation.

5.2  PERFORMANCE CHECKS.- Table 5-1 identifies the performance checks to be completed on a periodic basis and provides a schedule for performing these checks from the remote maintenance work center (RMWC).  The following readings will be taken to simplify equipment trends and status, which the RMC is reporting.

TABLE 5-1.  REMOTE PERFORMANCE CHECKS

	
	Reference Paragraph or Table

	Performance Checks
	Standards &
	Maintenance

	
	Tolerances
	Procedures

	BIWEEKLY.  Perform the following checks:
	
	

	
a.
ATCBI-4 
	
	6.2.2.9


	
 (1)
ATCBI Channel Selection
	
	

	

(2)
ATCBI Channel online readback

	
	

	
b.
ATCBI-5 
	
	6.2.2.10


	
 (1)
ATCBI Channel Selection
	
	

	

(2)
ATCBI Channel online readback

	
	

	
c.
ATCBI-6
	
	6.2.2.1 


	
 (1)
ATCBI Channel Selection
	
	

	

(2)
ATCBI Channel online readback



	
	

	
b.
Common Digitizer-2
	
	6.2.2.6


	

(1)
Channel A Status
	
	

	

(2)
Channel B Status
	
	

	    (3) Channel Change

	
	

	
c.
Azimuth Data Unit.  Verify display of

        ADU channel selected.
	
	6.2.2.2

	
 
	
	


5.3  ONSITE VERIFICATION AND CALIBRATION CHECKS.-  Table 5-2 identifies the performance checks to be performed on a periodic basis and provides a schedule for completing these onsite checks.

TABLE 5-2.  ONSITE VERIFICATION AND CALIBRATION CHECKS

	
	Reference Paragraph or Table

	Performance Checks
	Standards &
	Maintenance

	
	Tolerances
	Procedures

	QUARTERLY.  Perform the following checks:
	
	

	
a.
ATCBI-4.
	
	

	

(1)
Verify that the output commands



are functional
	
	6.2.2.9 


	

(2)
Verify that input status and



alarms are functional
	
	6.2.2.9 

	

(3)
Verify the calibration of the



ISM's at ISM equiped sites. 
	
	TI 6360.81


	
b.
ATCBI-5.
	
	

	

(1)
Verify that the output commands



are functional
	
	6.2.2.10 


	

(2)
Verify that input status and



alarms are functional
	
	6.2.2.10
 

	

(3)
Verify the calibration of the



ISM's at ISM equiped sites. 
	
	TI 6360.81


	
c.
ATCBI-6.
	
	

	

(1)
Verify that the output commands



are functional
	
	6.2.2.1


	

(2)
Verify that input status and



alarms are functional
	
	6.2.2.1

	
d.
Common Digitizer-2.  Verify that the



    output commands are functional
	
	6.2.2.6

	
e.
Azimuth Data Unit.  
	
	6.2.2.2


	    (1) Verify the calibration of the power

        supplies  


	
	

	
 (2) Verify ADU alarm status


	
	


5.4  OTHER MAINTENANCE TASKS.-  Perform the routine inspections listed in table 5-3.

TABLE 5-3.  OTHER MAINTENANCE TASKS

	
	Reference Paragraph or Table

	Maintenance Tasks
	Standards &
	Maintenance

	
	Tolerances
	Procedures

	
	
	

	ANNUALLY.  Perform the following tasks:
	
	

	
	
	

	
a.
Check interconnecting wiring
	
	6.4.1


	
	
	

	
b.
Perform general cleaning

	
	6.4.2


	
	
	

	
c.
Visually check and inspect
	
	6.4.3
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